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Physikalisch-Technische Bundesanstait
Braunschweig und Berlin
Nationales Metrologieinstitut

EU-TYPE-EXAMINATION CERTIFICATE

(Translation)

Equipment or Protective Systems Intended for Use in
Potentially Explosive Atmospheres - Directive 2014/34/EU

EU-Type Examination Certificate Number:

PTB 00 ATEX 1063 X Issue: 01
Product: Power distribution, switch and control gear assembly type
05. XX XX XX and 15.XX XX XX
Manufacturer: ROSE Systemtechnik GmbH
Address: Erbeweg 13 - 15, 32457 Porta Westfalica, Germany

This product and any acceptable variation thereto is specified in the schedule to this certificate and the
documents therein referred to.

The Physikalisch-Technische Bundesanstalt, notified body No. 0102 in accordance with Article 17 of the
Directive 2014/34/EU of the European Parliament and of the Council, dated 26 February 2014, certifies that
this product has been found to comply with the Essential Health and Safety Requirements relating to the
design and construction of products intended for use in potentially explosive atmospheres, given in Annex
I to the Directive.

The examination and test results are recorded in the confidential Test Report PTB Ex 18-17191.

Compliance with the Essential Health and Safety Requirements has been assured by compliance with:

EN 60079-0:2012 + A11:2013; EN 60079-1:2014, EN 60079-7:2015;
EN 60079-11:2012; EN 60079-18:2015, EN 60079-31:2014

If the sign "X" is placed after the certificate number, it indicates that the product is subject to the Specific
Conditions of Use specified in the schedule to this certificate.

This EU-Type Examination Certificate relates only to the design and construction of the specified product
in accordance to the Directive 2014/34/EU. Further requirements of the Directive apply to the manufacturing
process and supply of this product. These are not covered by this certificate.

The marking of the product shall include the following:

& 112 G Ex db eb ia [ia] mb IIC T4, T5, T6 Gb
& 112 D Ex tb IIC T85°C, T100°C, T135°C Db

Konformitatsbewertungsstelle, Sektor Explosionsschutz Braunschweig, March 27, 2018
On behalf of PTB:

Dr,-lng. D.
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(13) SCHEDULE

(14) EU-Type Examination Certificate Number PTB 00 ATEX 1063 X, Issue: 01

(15) Description of Product

The power distribution, switch and control gear assembly, type 05.XX XX XX and 15.XX XX XX,
consists of an aluminium enclosure designed to Increased Safety "e" or Protection by Enclosure
"tb" type of protection, which can be provided with flanges, if necessary.

It is used to accommodate field bus distributors and terminals, and can be provided with actuator
elements and pilot equipment, if necessary.

'Ex' cable glands are used for connection.

All installed and attached components are tested and certified with a separate examination
certificate.

Ambient temperature:

-55 °C to +90 °C: with gasket out of silicon
-40 °C to +90 °C: with gasket out of HF
-40 °C to +90 °C with PU-foam

-20 °C to +90 °C with gasket out of CR
-50 °C to +85 °C with window out of PC
-20 °C to +90 °C with window out of glass

Degree of protection: IP66

Technical data

Rated voltage: Up to 1500 V
Rated current: Max. to 500 A
Conductor size: Max. 300 mm?

Protective cross section | Max. 150 mm?

Thread rod of the earth bolt: M6x60, M8x50, M10x60, M12x80
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Physikalisch-Technische Bundesanstalt
] Braunschweig und Berlin
Nationales Metrologieinstitut

SCHEDULE TO EU-TYPE EXAMINATION CERTIFICATE PTB 00 ATEX 1063 X, Issue: 01

Enclosure standard and max. Power Dissipation of Aluminium Enclosures

No. | Product Type I-[ﬁlr%:;t \[Ir\gi:? [[):I?T:? [MA?]X{dl?FOZV(JeZIE)iSSipaﬁon
1 XX. 06 06 03 64 58 34 5
2 XX. 06 1003 64 98 34 8
3 XX. 06 1503 64 150 34 11
4 XX. 08 08 06 80 75 57 10
5 XX. 08 13 06 80 125 57 15
6 XX. 08 18 06 80 175 57 20
7 XX. 08 25 05 80 250 52 25
8 XX. 101008 100 100 81 19
9 XX. 10 16 08 100 160 81 26
10 | XX. 102008 100 200 81 31
11 | XX. 121208 120 122 81 24
12 | XX. 121209 120 122 91 26
13 | XX. 122208 120 220 81 38
14 | XX. 122209 120 220 91 40
16 | XX. 122212 120 220 121 45
16 | XX. 12 36 08 120 360 81 57
17 | XX. 14 14 09 140 140 91 32
18 | XX. 142009 140 200 91 42
19 | XX. 16 16 09 160 160 91 39
20 | XX. 16 26 09 160 260 91 56
21 | XX. 16 36 09 160 360 91 73
22 | XX. 16 56 09 160 560 91 107
23 | XX. 181810 180 180 101 49
24 | XX. 1828 10 180 280 101 68
25 | XX. 231011 230 100 111 45
26 | XX. 232011 232 202 111 68
27 | XX. 232018 232 202 181 92
28 | XX. 2328 11 230 280 111 86
29 | XX. 233311 230 330 111 97
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Physikalisch-Technische Bundesanstalt
Braunschweig und Berlin
Nationales Metrologieinstitut

SCHEDULE TO EU-TYPE EXAMINATION CERTIFICATE PTB 00 ATEX 1063 X, Issue: 01

No. | Product Type I-[Is:rgnr;t \[/r\:;cri;? ?niﬁ:? [I\\/I,\:;\]x(.dlf’ro‘\:gaz}?)issipation
30 [ XX.233318 230 330 181 127
31 | XX. 234011 230 400 111 113
32 | XX. 234023 230 400 | 225 208
33 | XX.2360 11 230 600 111 159
34 | XX. 314011 313 404 111 145
35 [ XX. 314014 313 404 141 160
36 | XX.314018 313 404 181 183
37 | XX. 314023 313 404 | 227 208
38 | XX.3160 11 310 600 111 199
39 | XX. 316018 310 600 181 246
40 | XX. 606020 600 600 | 201 428

The rated values are maximum values, the actual electrical values depend on the electrical
equipment incorporated. Within the scope of these maximum permissible values and with due
regard to the standards, the manufacturer specifies the final rated values dependent on the
system conditions, mode of operation, utilization category, etc. The characteristic values of the
intrinsically safe circuits are to be given by the manufacturer on his own responsibility. Further
technical details have been specified in the test documents.

The composition of the symbol specifying the type of protection depends on the types of protection
of the components used.

The maximum permissible ambient temperature range of the terminal housing can be limited by
the maximum permissible ambient temperature ranges of the separately certified equipment.

Nomenclature
XX. *% *% *%
1 2 3 4
1: Type, material aluminium
2: Length
3: Width
4: Depth

Type reference:

Increased Safety
05. XX XX XX Ex Aluminium standard

Intrinsic Safety / mixed assembled
15. XX XX XX Ex Aluminium standard

(16) Test Report PTB Ex 18-17191
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SCHEDULE TO EU-TYPE EXAMINATION CERTIFICATE PTB 00 ATEX 1063 X, Issue: 01
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(17) Specific conditions of use

The empty enclosure with a coating must not be used in areas affected by charge-producing
processes, mechanical friction and separation processes, electron emission (e.g. in the vicinity of
electrostatic coating equipment), and pneumatically conveyed dust.

(18) Essential health and safety requirements
Met by compliance with the aforementioned standards.

According to Article 41 of Directive 2014/34/EU, EC-type examination certificates which have
been issued according to Directive 94/9/EC prior to the date of coming into force of Directive
2014/34/EU (April 20, 2016) may be considered as if they were issued already in compliance with
Directive 2014/34/EU. By permission of the European Commission supplements to such EC-type
examination certificates and new issues of such certificates may continue to hold the original
certificate number issued before April 20, 2016.

Konformitatsbewertungsstelle, Sektor Explosionsschutz Braunschweig, March 27, 2018
On behalf of PTB:

Dr.-Ing. D. Iyte
Direktor un
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